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ADD 1  Confined Space Requirements 6/11/14
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ADDENDA 1 - Use existing FATC cabinet box for new FATC cabinet in the following buildings: A;B;D;E;F;G;H and J. Fabricate new steel lid for each box paint to match color (black).
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ADDENDA 1 - ADD (1) smoke detector in the IDF Room D110. Code requires a smoke detector within 5 feet of the Fire Panel. 
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